CONSTRUCTION SPECIFICATION

SD-13 STEEL REINFORCEMENT

1.
Scope

The work shall consist of furnishing and placing steel reinforcement for reinforced concrete or pneumatically applied mortar.

2.
Materials

Steel reinforcement shall be free of flaky rust, oil, grease, paint, mill scale, or other deleterious matter.

Steel bar reinforcement (except as otherwise specified) shall be grade 40, 50, or 60 deformed bars conforming to one of the following specifications.

a.
Deformed and Plain Billet-steel Bars for Concrete Reinforcement ASTM A615

b.
Rail-steel Deformed and Plain Bars for Concrete Reinforcement ASTM A616 with S1 Supplement Requirements

c.
Axle-steel Deformed and Plain Bars for Concrete Reinforcement ASTM A617

Dowels shall be plain round bars conforming to the above specifications.

Fabricated deformed steel bar mats for concrete reinforcement shall meet ASTM A184.

Plain steel welded wire fabric for concrete reinforcement shall meet ASTM A185.

Deformed steel welded wire fabric for concrete reinforcement shall meet ASTM A497.

Epoxy-coated steel bars for concrete reinforcement shall meet ASTM A775.

3.
Cutting and Bending

Reinforcing bars may be shop or field cut and/or bent.  All bends must be made without heating or otherwise weakening the bar.  Shop bends must meet American Concrete Institute Standard 315.  Bars with kinks, cracks, or improper bends will be rejected.

4.
Splicing Bar Reinforcement

Except as otherwise specified, splices of reinforcing bars shall provide an overlap of at least 30 times the smaller bar diameter, but not less than 12 inches.

5.
Splicing Welded Wire Fabric

Welded wire fabric shall be overlapped one full mesh (rectangle) not counting cut portions.

6.
Placing

Reinforcing shall be accurately placed and secured in position to prevent its displacement during concrete placement.  Tack welding of bars is not permitted.  Dimensions shown on the plans indicating concrete cover are the clear distances from the concrete surface to the reinforcing steel.

Metal hangers, spacers, and ties shall be placed in a manner that they are not exposed in the finished concrete surface.  The legs of metal chairs or side form spacers that may be exposed on any surface of slabs, walls, beams, or other concrete surfaces shall be a design that will not corrode at the concrete surface.  Precast concrete chairs shall be clean and moist at the time of concrete placement.

On structures exceeding four cubic yard of concrete, concrete shall not be placed until the reinforcement has been inspected and approved by the Natural Resources Conservation Service (NRCS) inspector.  For any size pour, inspection of reinforcement embedded in concrete may be performed by the NRCS inspector using radar or other inspection instruments.
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