CONSTRUCTION SPECIFICATION

410.  WATER FOR CONSTRUCTION
1.
SCOPE
The work shall consist of furnishing, transporting, measuring, and applying water as specified.

2.
FACILITIES AND EQUIPMENT
The Contractor shall install and maintain access and haul roads and furnish, operate, and maintain all pumps, meters, piping, tanks, storage and other facilities required to load, transport, store, distribute, and use construction water as specified.

These facilities shall be equipped with accurate, work dedicated meters, tanks of known volume, or other devices that will provide a correct measurement of water supplied.  Meters shall be installed at the point of delivery into water hauling equipment or application system; such as, sprinkler systems, flooding systems, etc., as specified.

3.
DUST ABATEMENT AND HAUL ROAD MAINTENANCE
Water for dust abatement and haul road maintenance shall be applied to haul roads and other dust producing areas as needed to prevent air pollution or excessive dust, which causes impaired vision on trafficked roads and in work areas, and to maintain the roads in good condition for safe and efficient operation during periods of use.  Roads that may be jointly used with the public and by the Contractor’s equipment, shall have dust abatement provisions acceptable to the public entity that has road maintenance responsibility.  Compensation for water used for dust abatement and haul road maintenance shall be as specified in Section 8 of this specification.

4.
EARTHFILL, DRAINFILL, AND ROCKFILL
Water required for proper installation of earthfill, drainfill, and/or rockfill shall be utilized in the fill materials as specified in the applicable construction specification(s).  Compensation for construction water used for earthfill, drainfill and/or rockfill shall be as specified in Section 8 of this specification.

5.
CONCRETE, MORTAR, AND GROUT
Water required in the mixing or curing of concrete, shotcrete, roller compacted concrete, or other portland cement mortar or grout shall meet the requirements of the applicable construction specifications and shall be used in conformance with those specifications.  Payment for construction water used in these items is covered by the applicable concrete, mortar, and/or grout specification(s).

6.
OTHER CONSTRUCTION REQUIRING WATER
Water required and used for other construction activities under this contract but not specifically covered by this specification shall be considered subsidiary to the item(s) of work, which requires its use.

7.
MEASUREMENT AND PAYMENT

The volume of water furnished, transported and used will not be measured for payment.  Water for construction is subsidiary to items requiring water for construction identified in Section 8 of this specification.

8
ITEMS OF WORK AND CONSTRUCTION DETAILS


Items of work to be performed in conformance with this specification and the construction details are:

a.
Subsidiary Item, Water for Construction
(1)
This item shall consist of furnishing, loading and transporting all water required to accomplish all work as specified in this contract.

(2)
In section 2, Facilities and Equipment, devices used to measure the volume of water used on the site will not be needed for measurement and payment under this contract.

The Contractor shall be responsible to furnish and maintain meters or other devices that may be required by the water source supplier.
(3)
In Section 7, Measurement and Payment, no separate payment will be made for Water For Construction.  Full compensation will be included in the payment for:

Bid Item
4, Pollution Control

Bid Item
9, Excavation
Bid Item 10, Earthfill
Bid Item 11, Structure Backfill

Bid Item 12, Trench Excavation
Bid Item 13, Trench Fill
Bid Item 14, Drainfill, Type I
Bid Item 15, Drainfill, Type II
Bid Item 19, 100 mm (4 inch) PVC Pipe, Non- Perforated
Bid Item 20, 100 mm (4 inch) PVC Pipe, Perforated
Bid Item 21, 100 mm (4 inch) PVC Pipeline Replacement

Bid Item 22, Farm Turnout Salvage and 

Re-installment

Bid Item 23, Riser and Outlet Conduit
Bid Item 24, Loose Rock Riprap

Bid Item 25, Grouted Rock Riprap

Bid Item 26, Filter Material

Bid Item 31, Maintenance Access Road

Bid Item 33, Coral Road Relocation
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