CONSTRUCTION SPECIFICATION
404.  VALVE MARKERS

1.
SCOPE

The work shall consist of furnishing and installing valve markers at the designated locations.

2.
SPECIFICATIONS
All materials and constructions methods shall be performed in accordance with the applicable portions of the “Water System Standards,” Volume 1, dated 1985, Department of Water Supply, County of Maui, and all subsequent amendments and additions, except as modified herein.

3
PAYMENT
Payment for furnishing and installing valve markers will be made at the contract unit price based on the number installed and accepted.  Such payment will constitute full compensation for all labor, materials, tools and equipment for excavation, backfill, concrete, painting and all other incidental items necessary to install the valve markers in place complete.

 4.
ITEMS OF WORK AND CONSTRUCTION DETAILS
Items of work to be performed in conformance with this specification and the construction details are:

a.
Bid Item 20, Valve Markers
(1)
This item shall consist furnishing and installing valve markers in accordance with the details and at the locations shown on the drawings.

(2)
Concrete for the footing shall be Class 4000M and meet the requirements of Construction Specification 32, Structure Concrete.

(3)
Measurement and payment will be made in accordance with Section 3
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