CONSTRUCTION SPECIFICATION

202.  SEWAGE PUMP

1. SCOPE

The work shall consist of the installation of a pump necessary for performing the work required under this contract.

2. Materials
A complete sewage pump and all its appurtenances for operation shall be used for this contract.  The pump shall be submersible, and capable of passing 1-1/2 inch solids, at a flow rate of 500–1600 gallons per hour, at 25 feet of head.  The inlet and outlet pipe of the pump sump shall be of 2-inch” PVC Schedule 80 pipe.

3. PLACEMENT METHODS

Sewage pump shall be placed in the concrete sump unit as shown on the drawings and in accordance to the manufacturer’s specification.

4.
PAYMENT
For items of work, for which specific unit prices are established in the contract, payment will be measured on the unit price of the pump.

Payment for the pump unit will be made at the contract unit price.  Such payment will constitute full compensation for all items necessary and incidental to the completion of the work, except items listed for payment elsewhere in the contract.
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